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3/4" BRASS CONNECTION MIP / < APPROVED EQUAL, AND MOUNTING
BARB HOSE FITTING = STAKE. INSTALL PER
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CL. 250 POLYBUTLENE TUBING,
MAXIMUM WORKING PRESSURE
500 PSI NSF APPROVED
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1" MIP - IN

3/8" MINIMUM PVC WALL — USE
METER BOX FROM STANDARD

3/4" WATER SERVICE
NOTES:
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MOUNTING PLATFORM FOR SAMPLING STATION NOT SHOWN FOR CLARITY.
2. INSTALL PER MANUFACTURER'S SPECIFICATIONS.

3. SAMPLE PORT BOX SHALL BE INSTALLED BEHIND AND WITHIN 1" FROM PROPERTY LINE AND INSIDE PUBLIC

USE EASEMENT, OR AS OTHERWISE DIRECTED BY ENGINEER.
4. SAMPLE PORT BOX SHALL NOT BE LOCATED IN THE SIDEWALK.
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